1. This drawing should be read in conjunction with supporting technical information forming part of the Planning Application.

Legend:
- 6m pole top luminaire
- LED, 100% DLOR, dimmable
- 4m pole top luminaire
- LED, 100% DLOR, dimmable
- Integrated handrail luminaire
- LED, dimmable
- Integrated beneath bench lighting
- LED, dimmable, colour changing capability
- Linear up-lighting fixtures
- LED, dimmable
- Soffit mounted downlight
- Narrow beam distribution
- LED, dimmable
- 1m lighting pole
- LED, dimmable
- In-ground lighting fixture
- LED, dimmable, white and colour changing light
- In-ground uplight luminaire
- LED, dimmable, colour changing capability
- Wall mounted down light (2.4m)
- LED, dimmable
- 8m pole top luminaire
- LED, controlled light distribution, dimmable

Client: National Paediatric Hospital Project

Arup, 50 Ringsend Road
Dublin 4
Tel +353(0)1 233 4455   Fax +353(0)1 668 3169
www.arup.ie